12 MIL. BONDED EPOXY

» A NN
SHALL BE MINIMUM OF 1" TAR 4” X 1" TAPPING SADDLE @
SEE NOTE =

CORPORATION STOP NOTES:

1. TAPPING SADDLE TO BE DUCTILE IRON
/WATER'-'NE WITH TYPE 304 STAINLESS STEEL
FORGED DOUBLE STRAPS, STAINLESS
lL Jl STEEL BOLTS, NUTS, AND WASHERS.
FINISH IS FUSION BONDED EPOXY
TO AVERAGE THICKNESS OF 12MILS.

A T T 2. ALL 1”7 AND 2" TAPS ON WATER LINES
SMALLER THAN 6”(SIX INCHES) WILL REQUIRE
A TAPPING SADDLE. ALL TWO INCH (27)

E—— CORPORATION STOP TAPS WILL REQUIRE A TAPPING SADDLE,
REGARDLESS OF WATER MAIN SIZE.

SEE NOTE 1J

3. A VALVE BOX SHALL BE USED FOR
2" CORPORATION STOPS.(SEE DETAIL W4)

17 & 27 WATER TAPPING SADDLE
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